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4 CITY OF CHICAGD | ToT

% DE ARTMENT OF BUILDINGS

CODE MEMORANDUM

To: Department of Buildings Plan Examiners and Inspectors
From: Judith Frydland %k
Commissioner
Date: September 28, 2016
Re: KONE JumplLift Elevator System

The KONE Jumplift elevator system is accepted for use in the City of Chicago. The JumplLift system has
received a Certificate of Conformance (NA 15-0842-1004-03 issued 02-16-2016) from the Liftinstituut B.V.,
as required by the ASME A17.7/CSA B44.7.1.

ASME A17.7 is adopted by reference in section 18-30-10 (Referenced Codes and Standards) of Chapter 18-
30 (Elevators, Escalators, Moving Walks, Dumbwaiters, Material Lifts, Platform Lifts, Stairway Chairlifts,
Conveyors and Related Equipment) of the Chicago Municipal Code.

The KONE Jumplift is accepted with the following conditions:

1. KONE shall provide training for the City of Chicago elevator inspectors on the Inspection
requirements relating to the AECO Certified Components.

2. KONE shall provide on-site written documentation of the AECO Maintenance Control Program
(including all testing requirements), Maintenance Records and inspection Records shall be
available to the City Elevator Inspector at all times.

3. KONE shall have the elevator inspected with each re-location (jump) of the machine room
(safeties only on the first inspection).

4. KONE shall replace all hoist governor and compensation ropes for the Acceptance Inspection
after the final re-location (jump) has been completed.



CERTIFICATE OF CONFORMANCE

Acting under ASME A17.7.1/CSA B44.7.1 Issued by Llftinstituut B.V,

identification number ANSI AECO #0842

(AECO = Accredited Elevator/Escalator Certification Organization)

Certificate no.

Description of the product

Type

Model no.
Name and address of the
manufacturer

Name and address of the
certificate holder

Certificate issued on the
basis of the following
requirements

Test laboratory/location
Date and number of the
laboratory report

Date of verification of
conformance

Annexes with this
certificate

Additional remarks
Conclusion

Issued in Amsterdam

Date ofissue : 16-2-2016
Valid thru : 16-2-2019

Coertification system 3 according to ISO Guide 67: 2004

NA 15-0842-1004-001-03 Revision no.: -
Elevator System used during construction '

Kone JumplLift

KONE North American Corporate
One KONE Court, Moline, lllinois 61265
United States of America

KONE North American Corporate
One KONE Court, Moline, lllinois 61265
United States of America

ASME A17.7-2007 /| CSA B44.7-07
I-4 Elevator Systems

One Bloor, Toronto, Canada

None
September 2015 — February 2016

Certificate of Conformance Report

no: NA 15-0842-1004-001-03

For GESRs, SPs and other information see supporting report.
The Elevator System meets the requirements of the ASME
A17.7-2007 / CSA B44.7-07, taking into account any additional
remarks mentioned above.
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ing. J.L. van Vliet Certificdtion decision by
Managing Director !

+ Liftinstituut B.V. - Bulkslotermeerplein 381 - P.O. BOX 36027 - 1020 MA Amsterdam Netherlands - www.liftinstituut.com
- Registered at the Kvi{ under number 34157363
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